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1234 Quadplex Dr. , Cleveland, OH 44113

General
Style: 4 Unit
Approximate Age: Older than 30 years
Occupied: Yes
Furnished: Yes
People Present: Client, Buying Agent
Weather: Overcast
Temperature: 30-40 degrees
Soil Condition: Snow
Front Door Faces: North
General Apprearance: Satisfactory

Exterior
The visible condition of exterior coverings, trim, entrances and drainage are inspected 

with respect to their effect on the condition of the building.

Driveway: Concrete, Asphalt 

Condition: Satisfactory

Service Walks: Concrete

Condition: Satisfactory

Exterior Covering: Brick, Damaged areas, Recommend repairs

Condition: Marginal 

Exterior Trim Material: Wood, Aluminum, Missing pieces , Needs paint, 
Recommend repair(s)

Condition: Marginal 

Gutters: Aluminum

Condition: Satisfactory

Windows: Wood, Metal, Recommend painting, Damaged wood

Condition: Marginal 

Screens: Screens installed, Missing some screens

Condition: Marginal 

Caulking: Need around windows, Needed around doors
Stoop/steps: Concrete


Condition: Satisfactory
Front Porch: Concrete


Condition: Satisfactory
Landscaping Affecting Foundation: Trim back trees/shrubs
Hose Bibs: None
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1234 Quadplex Dr. , Cleveland, OH 44113

(Exterior continued)

Exterior Electrical: Overhead, Service drop satisfactory , No exterior 
outlets

Comment 1:
Damaged areas of brickwork at exterior. Recommend repair. 

Figure 1-1 Figure 1-2

Comment 2:
Flaking paint and missing trim at windows. Recommend repair. 

Figure 2-1

Figure 2-2
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1234 Quadplex Dr. , Cleveland, OH 44113

Roofing
The visible condition of the roof covering, flashings, skylights, chimneys and roof 
penetrations are inspected. The purpose of the inspection is to determine general 

condition, NOT to determine life expectancy.

Roof Visibility: All
Inspection Method: On the roof
Style Of Roof: Flat
Pitch: Flat
Roofing Material: Rubber
Estimated Layers: 1
Estimated Age Of Roof: 20+ years
Ventilation Present: N/A
Roof Condition: Need sealed
Flashing Material: Aluminum, Rubber, Recommend sealing
Plumbing Vents: Satisfactory

Comment 3:
Dried out sealant at rubber roof and flashing. Recommend sealing. 

Figure 3-1
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1234 Quadplex Dr. , Cleveland, OH 44113

(Roofing continued)

Chimney
Chase: Brick, Loose mortar joints


Condition: Marginal 
Flue: Not visible
Viewed From: Roof

Comment 4:
Loose bricks and stones at chimney. Recommend repair. 

Figure 4-1

Unit #1
The interior inspection is limited to readily accessible areas that are not concealed by 

furnishings or stored items. A representative number of windows and doors. 

General Window Condition: Marginal, Non-Safety Glass, Broken counter 
balances, Surface deterioration

Window Materials: Wood
Leaking Insulated Glass: N/A
Entry Door(s): Satisfactory
Entry Door Materials: Wood, Metal
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1234 Quadplex Dr. , Cleveland, OH 44113

(Unit #1 continued)

Interior Rooms
Walls & Ceilings: Marginal, Typical cracks, Holes in walls
Flooring: Satisfactory
Ceiling Fan / Lights: Satisfactory
Electrical: Switches operate, Outlets operate, SAFETY 

HAZARD, Unfinished electrical Outlet
Heat Source Present: Yes
Doors & Windows: Door does not latch properly, Missing door 

stopper

Comment 5:
Unfinished drywall and electrical outlet in bedroom 2. Recommend repair. 

Figure 5-1 Figure 5-2

Bathroom(s)
Sinks: Faucet leaks NO, Drain leaks NO
Tub: Faucet leaks NO, Drain leaks NO
Shower: Faucet leaks NO, Drain leaks NO
Shower/Tub Area: Plastic, Caulk/Grout needed
Electrical: Switches operate, Outlets operate, GFCI 

protected, Operate
Exhaust Fan: None
Heat Source Present: Present
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1234 Quadplex Dr. , Cleveland, OH 44113

(Bathroom(s) continued)

Doors & Windows: Satisfactory

Comment 6:
Unit 1 Bathroom.

Figure 6-1

Kitchen
Counter Tops: Satisfactory
Cabinets: Satisfactory
Plumbing: Faucet leaks NO, Drain leaks NO
Drainage: Adequate
Water Pressure: Adequate
Walls & Ceiling: Typical cracks
Floor: Satisfactory
Doors & Windows: Satisfactory
Electrical: Switches operate, Outlets operate
Appliances: Range operates, Oven operates, 

Refrigerator operates
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1234 Quadplex Dr. , Cleveland, OH 44113

(Kitchen continued)

Comment 7:
Unit 1 Kitchen.

Figure 7-1 Figure 7-2

Figure 7-3

Figure 7-4

Heating
Brand Name: Amana
Type: Floor unit
Model Number: MSG1982-048-12
Serial Number: 1234G56789
Approximate Age: 20+ years
Energy Source: Gas
Hot Air System: Direct drive
Heat Exchanger: Visual with a mirror 
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1234 Quadplex Dr. , Cleveland, OH 44113

(Heating continued)

Type Of Distribution: Metal ducting
Flue Piping: Metal, Satisfactory
Filter: Standard, Paper, Satisfactory
Operation: Fired
Controls: Disconnect switch, Safety controls

Comment 8:
Unit 1 furnace.

Figure 8-1

Plumbing
Locatoon Of Water Shutoff: In the basement
Water Entry Piping: Copper
Water Lines: Copper
Water Flow: Satisfactory
Water Pressure: Satisfactory
Drain Lines: Cast Iron
Waste Discharge: Satisfactory
Gas Lines: Black Iron
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1234 Quadplex Dr. , Cleveland, OH 44113

(Unit #1 continued)

Water Heater
Brand Name: G. E. 
Model Number: GELN12345678
Serial Number: 123GE12345332
Approximate Age: 6 Years
Heat Source: Gas
Capacity: 40 gallons
Relief Valve: Present 
Extension: Missing
Vent Pipe: Satisfactory

Comment 9:
Unit 1 water heater.

Figure 9-1

Electric
Service Panel Location: Basement
Service Voltage: 120 volts
Service Amperage: 100 amps
Over Current Devices: Breakers
Main Disconnect Location: Service panel
Smoke Detectors: Recommend adding
Appears Grounded: Yes
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1234 Quadplex Dr. , Cleveland, OH 44113

(Electric continued)

Main Wire: Copper
Branch Wires: Copper, Romex, Knob & Tube, Conduit, BX 

Cable
Arc Fault(s): Present and operate
GFCI’s: Present and operate
Panel: Satisfactory
Electrical Fixtures: Reverse polarity, GFCI’s not operating, 

Open junction boxes, Recommend 
evaluation by an electrician

Comment 10:
Unit 1 electrical panel.

Figure 10-1

Unit #2
The interior inspection is limited to readily accessible areas that are not concealed by 

furnishings or stored items. A representative number of windows and doors. 

General Window Condition:
Window Materials:
Leaking Insulated Glass:
Entry Door(s):
Entry Door Materials:
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1234 Quadplex Dr. , Cleveland, OH 44113

(Unit #2 continued)

Interior Rooms
Walls & Ceilings:
Flooring:
Ceiling Fan / Lights:
Electrical:
Heat Source Present:
Doors & Windows:

Bathroom(s)
Sinks:
Tub:
Shower:
Shower/Tub Area:
Electrical:
Exhaust Fan:
Heat Source Present:
Doors & Windows:

Kitchen
Counter Tops:
Cabinets:
Plumbing:
Drainage:
Water Pressure:
Walls & Ceiling:
Floor:
Doors & Windows:
Electrical:
Appliances:

Heating
Brand Name:
Type:
Model Number:
Serial Number:
Approximate Age:
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1234 Quadplex Dr. , Cleveland, OH 44113

(Heating continued)

Energy Source:
Hot Air System:
Heat Exchanger:
Type Of Distribution:
Flue Piping:
Filter:
Operation:
Controls:

Cooling
Brand:
Model Number:
Approxmate Age:
Max Breaker:
Level:
Rusted:
Type Of Equipment:
Type Of Distribution:
Operated:
Temperature Differentiation:
Refrigerant Lines:

Plumbing
Locatoon Of Water Shutoff:
Water Entry Piping:
Water Lines:
Water Flow:
Water Pressure:
Drain Lines:
Waste Discharge:
Gas Lines:
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1234 Quadplex Dr. , Cleveland, OH 44113

(Unit #2 continued)

Water Heater
Brand Name:
Model Number:
Serial Number:
Approximate Age:
Heat Source:
Capacity:
Relief Valve:
Extension:
Vent Pipe:

Electric
Service Panel Location:
Service Voltage:
Service Amperage:
Over Current Devices:
Main Disconnect Location:
Smoke Detectors:
Appears Grounded:
Main Wire:
Branch Wires:
Arc Fault(s):
GFCI’s:
Panel:
Electrical Fixtures:

Unit #3
The interior inspection is limited to readily accessible areas that are not concealed by 

furnishings or stored items. A representative number of windows and doors. 

General Window Condition:
Window Materials:
Leaking Insulated Glass:
Entry Door(s):
Entry Door Materials:
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1234 Quadplex Dr. , Cleveland, OH 44113

(Unit #3 continued)

Interior Rooms
Walls & Ceilings:
Flooring:
Ceiling Fan / Lights:
Electrical:
Heat Source Present:
Doors & Windows:

Bathroom(s)
Sinks:
Tub:
Shower:
Shower/Tub Area:
Electrical:
Exhaust Fan:
Heat Source Present:
Doors & Windows:

Kitchen
Counter Tops:
Cabinets:
Plumbing:
Drainage:
Water Pressure:
Walls & Ceiling:
Floor:
Doors & Windows:
Electrical:
Appliances:

Heating
Brand Name:
Type:
Model Number:
Serial Number:
Approximate Age:
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1234 Quadplex Dr. , Cleveland, OH 44113

(Heating continued)

Energy Source:
Hot Air System:
Heat Exchanger:
Type Of Distribution:
Flue Piping:
Filter:
Operation:
Controls:

Cooling
Brand:
Model Number:
Approxmate Age:
Max Breaker:
Level:
Rusted:
Type Of Equipment:
Type Of Distribution:
Operated:
Temperature Differentiation:
Refrigerant Lines:

Plumbing
Locatoon Of Water Shutoff:
Water Entry Piping:
Water Lines:
Water Flow:
Water Pressure:
Drain Lines:
Waste Discharge:
Gas Lines:
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1234 Quadplex Dr. , Cleveland, OH 44113

(Unit #3 continued)

Water Heater
Brand Name:
Model Number:
Serial Number:
Approximate Age:
Heat Source:
Capacity:
Relief Valve:
Extension:
Vent Pipe:

Electric
Service Panel Location:
Service Voltage:
Service Amperage:
Over Current Devices:
Main Disconnect Location:
Smoke Detectors:
Appears Grounded:
Main Wire:
Branch Wires:
Arc Fault(s):
GFCI’s:
Panel:
Electrical Fixtures:

Unit #4
The interior inspection is limited to readily accessible areas that are not concealed by 

furnishings or stored items. A representative number of windows and doors. 

General Window Condition:
Window Materials:
Leaking Insulated Glass:
Entry Door(s):
Entry Door Materials:
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1234 Quadplex Dr. , Cleveland, OH 44113

(Unit #4 continued)

Interior Rooms
Walls & Ceilings:
Flooring:
Ceiling Fan / Lights:
Electrical:
Heat Source Present:
Doors & Windows:

Bathroom(s)
Sinks:
Tub:
Shower:
Shower/Tub Area:
Electrical:
Exhaust Fan:
Heat Source Present:
Doors & Windows:

Kitchen
Counter Tops:
Cabinets:
Plumbing:
Drainage:
Water Pressure:
Walls & Ceiling:
Floor:
Doors & Windows:
Electrical:
Appliances:

Heating
Brand Name:
Type:
Model Number:
Serial Number:
Approximate Age:
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1234 Quadplex Dr. , Cleveland, OH 44113

(Heating continued)

Energy Source:
Hot Air System:
Heat Exchanger:
Type Of Distribution:
Flue Piping:
Filter:
Operation:
Controls:

Cooling
Brand:
Model Number:
Approxmate Age:
Max Breaker:
Level:
Rusted:
Type Of Equipment:
Type Of Distribution:
Operated:
Temperature Differentiation:
Refrigerant Lines:

Plumbing
Locatoon Of Water Shutoff:
Water Entry Piping:
Water Lines:
Water Flow:
Water Pressure:
Drain Lines:
Waste Discharge:
Gas Lines:
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1234 Quadplex Dr. , Cleveland, OH 44113

(Unit #4 continued)

Water Heater
Brand Name:
Model Number:
Serial Number:
Approximate Age:
Heat Source:
Capacity:
Relief Valve:
Extension:
Vent Pipe:

Electric
Service Panel Location:
Service Voltage:
Service Amperage:
Over Current Devices:
Main Disconnect Location:
Smoke Detectors:
Appears Grounded:
Main Wire:
Branch Wires:
Arc Fault(s):
GFCI’s:
Panel:
Electrical Fixtures:

Basement
Stairs: Satisfactory 
Handrail: Satisfactory 
Headway Over Stairs: Satisfactory 
Under Carriage: Satisfactory 
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1234 Quadplex Dr. , Cleveland, OH 44113

(Basement continued)

Foundation Walls
Building Matetial: Brick
Horizontal Cracks: None apparent
Verticle Cracks : None apparent
Step Cracks  : North , West
Movement Apperant : None apparent
Covered Walls: None
Condition: Satisfactory

Floor
Building Material: Concrete , Typical cracks, Satisfactory 

Basement Drainage
Indications Of Moisture: Yes, Fresh, Efflorescence at wall(s)
Sump Pump: No
Floor Drains: Yes, Tested

Comment 11:
Moisture present at foundation walls and in basement areas. Recommend repair. 

Figure 11-1 Figure 11-2
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1234 Quadplex Dr. , Cleveland, OH 44113

(Basement continued)

Girders & Columns
Building Material: Steel, Block


Condition: Satisfactory

Joists/Trusses
Building Material: Wood , Joists, 2x10


Condition: Satisfactory

Structure
The visible condition of the structural components is inspected. The determination of 

adequacy of structural components is beyond the scope of a home inspection. 

Foundation Types: Basement
Foundation Materials: Block, Brick
Floor Structure: Wood Framed, Slab
Wall Structure: Wood Framed, Masonry

Summary
Items Not Operating: None apparent
Major Concerns: None apparent 
Potential Safety Hazards: Open grounds/Reverse polarity by Water, Open 

junction boxes, Loose railing(s)
Deferred Cost Items: Roof that is 15+ years. , Furnace that is 13+ years. , 

Water heater that is 5+ years. 

*Items listed in this report may inadvertently have been left off the Summary list. 
Customer should read the entire report, including the remarks. 

Page 23 of 26



1234 Quadplex Dr. , Cleveland, OH 44113

Report Summary
Exterior
1) Damaged areas of brickwork at exterior. Recommend repair. 

Figure 1-1 Figure 1-2

2) Flaking paint and missing trim at windows. Recommend repair. 

Figure 2-1

Figure 2-2
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1234 Quadplex Dr. , Cleveland, OH 44113

(Report Summary continued)

Roofing
3) Dried out sealant at rubber roof and flashing. Recommend sealing. 

Figure 3-1

Roofing: Chimney
4) Loose bricks and stones at chimney. Recommend repair. 

Figure 4-1
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1234 Quadplex Dr. , Cleveland, OH 44113

(Report Summary continued)

Unit #1: Interior Rooms
5) Unfinished drywall and electrical outlet in bedroom 2. Recommend repair. 

Figure 5-1 Figure 5-2

Basement: Basement Drainage
6) Moisture present at foundation walls and in basement areas. Recommend 
repair. 

Figure 6-1 Figure 6-2
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